STEP 1. STRIP LOOP WIRES AND LEAD-IN CABLE

STEP 2. CONNECT AND SOLDER

STEP 3. INSULATE EACH SOLDER JOINT SEPARATELY

STEP 4. ENVIRONMENTALLY SEAL TOTAL SPlice

NOTES:
1. All splices shall be at pull boxes.
2. There shall be no splice wire coming.
3. Ground shield of the lead-in cable shall be tied to cabinet.
4. Shrink the shrink tube with hot air.

EFFECTIVE DATE: APRIL 1997